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Sorensen XG-1700 DC Power Supply

VLAN Router

Shore side computer

CO2 Mixing Chamber
Control Electronics

Low Voltage Power Supply

OE Converter

Ethernet Switch (Managed)

Ambient

Environmental Monitoring

19" Rack 

U.P.S.
Battery Bay
Isolation Transformer

Ground Fault Module (swFOCE)

120 VAC Distribution

Sorensen XG-1700 DC Power Supply

2U

2U

2U

2U

3U

3U

1U

1U

7UTripp Lite SU5000RT3U

Tripp Lite PDU2430

1UNetgear GSM7224-200

Sorensen XG-1700

Sorensen XG-1700

MBARI

If needed

CTC Union
FIB1-1000ES

MBARI 2U

1U

COTS or MBARI ?
Maybe be joined 
with Envr Mon.

12VDC 1A

120VAC  (38.5W)

24VDC 2A

120VAC 15A

208VAC 20A

120VAC

24VDC or 12VDC ~2A

1U

Ground Fault Module (KFA) 2UMBARI

KFA HV DC Power Supply

30U

120VAC 15A

120VAC 15A

24VDC 2A

120VAC

120VAC

120VAC
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