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D D

C C

B B

A A

A2J3

J11

W10

A9

Node Power Controller

W1

W9

A1-5

A4J3

J6

W5-2

W11

J2J1

J1

Sorensen 375 VDC
Power Supply

Sw Gnd

J4
W9

A5J4 W5-3

(XDC)

J8

W8

(XLC-A)

375vdc

W9
WP1-16

External Bus Monitor

(XLF)

A12
J7

J10

W6

W8

External DC Converter

A11

J18

W5-1

J3 External Load Filter

J16/J17

375vdc

A2J4

J9

(IDC)

A10

A3J4

WP17

WP

Internal DC Converter

A6
J5

(XBM)
48vdc

J12-15

External Load Controller

W3

(NPC)

A4J4

375vdc Feed back Line

ODI Science Connector

Cisco A

Cisco B

120 VAC Power Bus

480 VAC 3Ph in

120 VAC in

Ethernet

MARS "Y" Ethernet Cable

J12 Notes:
Each PCB is labeled as an assembly ie A#
Each Wiring harness is labelled as an assembly ie W#
Connectors are referenced by the assembly and the
connector ie A#J#
WP indicates a wiring point, there is no connector.
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