APC7750 ATS

120 VAC LINE A
120 VAC LINE B

NON BACK-UP LOADS

OUTLET STRIPLEFT

OUTLET STRIPRIGHT

RACK LIGHTS

—

Rack ATS, 15A, 100/120v, (2)5-15 in,| 120VAC
(8)5-15 out XFER SW
L
UPS LOADS BACKED UP FOR 2-4 HOURS

AC PDU-120

_E::::::

APC7900
Rack PDU, Switched, 1U, 15A,
100/120Vv, (8)5-15

LANTRONIX CONSOLE SERVER
ENVIROMENT MONITOR
CONTROL PC

BATTERY MANAGEMENT SYSTEM

XANTREX
Xantrex LINK-10
Truecharge 20+ MONITOR
N Y T2 VDC
CHARGER . -METER BATTERY, 90ah
2 vDC
.~METER ATTERY, 90ah

RACK MOUNT BOX

RACK MOUNT BOX

DC PDU-12V
(USES APC7030)

LOADS BACKED UP FOR 48 HOURS

ETHERNET RADIO

FREEWAVE 1

UHF RADIO 1
UHF RADIO 2
UHF RADIO 3
UHF RADIO 4
EHTERNET HUB
CONTROL SYSTEM

DIAL-IN MODEM
DGPS
METSYS

DATA SYSTEM

VIDEO MONITOR
AUDIO MONITOR

UPS LOADS BACKED UP FOR .5-1 HOUR
APC7030
Rack PDU, Switched, Zero U, 20A, 120V,

AC PDU-120

_E::::::

(24)5-20

SEATEL PLATFORM A MPEG ENCODERS
SEATEL PLATFORM B MPEG DECODERS

ETHERNET MODEM 1
ETHERNET MODEM 2
Tl MODEM 1
Tl MODEM 2

]

ASTRON ASTRON

DC PS-24V

DC PS-24V

6 GHZ MICROWAVE XMIT A
6 GHZ MICROWAVE XMIT B

MICROWAVE SYSTEM

A BUSS B BUSS

UNIPOWER 48V
RECTIFIER

A BUSS

B BUSS

UNIPOWER
DISTRIBUTION PANEL

18 GHZ SYSTEM-0

18 GHZ SYSTEM-1
6 GHZ SYSTEM-0

6 GHZ SYSTEM-1

AC
AC
AC

DC
DC

LINE NON-UPS
UPS UNSWITCHED
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