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REVISIONS
SYM. DESCRIPTION DATE  |APPROVED
A |AS—BUILT 12/20/03
Q 1.) EQUIPMENT AND INSTALLATION SHALL BE IN ACCORDANCE WITH ALL
APPLICABLE RULES, REGULATIONS, AND RECOMMENDATIONS OF THE
ITEM QTY. DESCRIPTION U.S.C.G. AS SET FORTH IN SUBCHAPTER L OF 46 CFR.
1 43 | FLOURESCENT FIXTURE, 40 WATT, 4 SURFACE MOUNTED, UL 595 2.) EMERGENCY LIGHTING FIXTURES SHALL BE LABELED IN RED WITH 1/2”
% EMERGENCY LIGHT HIGH (MIN.) LETTERS.
3 10 EXTERIOR DECK LIGHT w/BULB GUARD, 40 WATT 3.) THIS DRAWING DEPICTS LIGHTING AND POWER DISTRIBUTION EQUIPMENT.
FOR OF OTHER 120 VOLT A.C. CIRCUITS AND ASSOCIAT
4 EMBARKATION LIGHTS, 400 WATT PS.NEL%‘BSC-)TEJ?%S, SEE REF. 1. el
., 480VAC, 3¢
o 1 SWHEHEEAR, - 400VAL,. 2 4.) ALL RECEPTACLES SHALL BE LOCATED AT LEAST THREE (3) FEET
6 1 TRANSFORMER, 45 kVA, 480-208/120, 3¢ ABOVE THE DECK OR SOLE FLAT. IN AREAS PRONE TO MOISTURE, THEY
SHALL BE LOCATED AS HIGH AS PRACTICAL.
7 2 CONSOLE LIGHT, RED LENS, 25 WATT
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STERLING MARINE, LTD. STERLING MARINE, LTD.
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e B2 — ELECTRICAL ARRANGEMENT PLAN
REFERENCES | APPROVED: SIZE | PROJECT NO. DWG. NO. REV.
THIS DRAWING, DESIGN, CONCEPT AND SPECIFICATIONS ARE THE PROPERTY OF STERLING MARINE, LTD. AND ARE FURNISHED D — 137—-C725-01 A
ON A CONFIDENTIAL BASIS WITH AN EXPRESSED UNDERSTANDING THAT THEY WILL NOT BE COPIED IN ANY MANNER, USED 3
FOR MANUFACTURE, SOLD, TRANSFERED NOR USED TO THE DETRIMENT OF SAID COMFANY WITHOUT WRITTEN PERMISSION, 5 SCALE: NONE l SHEET 1 OF 2
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