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REV.

INITIAL RELEASE

GENERAL NOTES
1. ALL PIPING SHALL BE IN ACCORDANCE WITH APPLICABL ABS & USCG
REGLUATIONS AND PER CONTRACT SPECIFICATIONS
2. PIPING SHALL BE PROPERLY SUPPORTED AND ARRANGED SUCH THAT IT IS
NOT NORMALLY USED AS A STEP OR RAIL.
3. DECK AND BULKHEAD PENETRATIONS SHALL BE REINFORCED WITH
DOUBLER PLATES IN ACCORDANCE WITH ABS TULES.

Shop / Q.C. TOLERANCES ARE:

Inspector

Shop Foreman 1. DIMENSIONS ARE IN INCHES

2. DIMENSION LIMITS HELD AFTER PLATING.
3. REMOVE BURRS AND SHARP EDGES .015
4. MACHINED FILLET RADII .0150-.030.

5. MACHINED DIAMETERS ON A COMMON

Engineer

NEXT ASSY | NEXT ASSY | ™ CeNTERLINE CONCENTRIC WITHIN .OO5
Description = Number
6. PERPENDICULARITY & PARALLELISM OF
MACHINED SURFACES ,002 PER INCH.
MAX 012 INCHES FOR SINGLE SURFACE.
Application DO NOT SCALE DRAWING
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UNLESS OTHERWISE SPECIFIED
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